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BUILDING CODE VERSION: O. REG. 332/12 LAST AMENDMENT: O.REG. 191/14

PROJECT TYPE: ADDITION RENOVATION ADDITION & RENOVATION CHANGE OF USE
DESCRIPTION:

[A] 1.1.2.

MAJOR OCCUPANCY
CLASSIFICATION:

OCCUPANCY
GROUP C

USE
RESIDENTIAL

9.10.2.

3 UNIT CONVERSION

SUPERIMPOSED MAJOR OCCUPANCIES:
DESCRIPTION:

9.10.2.3.

BUILDING AREA (M2) DESCRIPTION: EXISTING NEW TOTAL
UNCHANGED

[A] 1.4.1.2

GROSS AREA (M2) DESCRIPTION:

TOTAL

TOTAL

[A] 1.4.1.2

MEZZANINE AREA (M2) DESCRIPTION:
UNCHANGED

TOTAL

EXISTING NEW TOTAL

EXISTING NEW TOTAL

BUILDING HEIGHT STOREYS ABOVE GRADE

STOREYS BELOW GRADE

(M) ABOVE GRADE

9.10.4.1.

[A] 1.4.1.2
9.10.4.

2

1

7

NUMBER OF STREETS/FIRE FIGHTER 
ACCESS

STREET(S)1 9.10.20.

SPRINKLER SYSTEM NOT REQUIRED
ENTIRE BUILDING
SELECTED FLOOR AREAS
IN LIEU OF ROOF RATING

SELECTED COMPARTMENTS
BASEMENT
NONE

REQUIRED 9.10.8.2-4.

FIRE ALARM SYSTEM REQUIRED NOT REQUIRED
SINGLE STAGE NOT APPLICABLE TWO STAGE

9.10.18

WATER SERVICE/SUPPLY IS ADEQUATE

CONSTRUCTION TYPE: RESTRICTION: COMBUSTIBLE PERMITTED 
COMBUSTIBLEACTUAL:

HEAVY TIMBER CONSTRUCTION:
NON-COMBUSTIBLE
NO

NON-COMBUSTIBLE REQUIRED
COMBINATION
YES

9.10.6

POST-DISASTER BUILDING [A] 1.1.2.2.(2)

OCCUPANT LOAD FLOOR LEVEL/AREA OCCUPANCY TYPE BASED ON OCCUPANT LOAD 
(PERSONS)

3.1.17.

BARRIER-FREE DESIGN: YES
NO EXPLANATION:UNCHANGED

HAZARDOUS SUBSTANCES: YES
NO EXPLANATION:UNCHANGED

9.5.2.

9.10.1.3.

REQUIRED FIRE RESISTANCE RATINGS HORIZONTAL ASSEMBLY

FLOORS OVER BASEMENT
FLOORS
MEZZANINE
ROOF

RATING (H) Supporting Assembly (H) NONCOMBUSTIBLE
IN LIEU OF RATING?

NO
NO

NO
NO

YES N/A
YES
YES
YES

N/A
N/A
N/A

SPATIAL SEPARATION

NONCOMBUSTIBLE
NONCOMBUSTIBLE
NONCOMBUSTIBLE
NONCOMBUSTIBLE

NONCOMBUSTIBLE
NONCOMBUSTIBLE
NONCOMBUSTIBLE
NONCOMBUSTIBLE

WALL EBF AREA (M2) L.D (M) REQUIRED 
FRR (H)

9.10.8.

9.10.14
9.10.15

PLUMBING FIXTURE REQUIREMENTS RATIO: M/F = 1/1 EXCEPT AS OTHERWISE NOTED

FLOOR LEVEL/AREA OCCUPANCY 
LOAD

OBC
REFERENCE

FIXTURES
REQUIRED

FIXTURES
PROVIDED

9.31.
3.7.4.

NORTH
SOUTH
EAST
WEST

BASEMENT
GROUND
SECOND

PROPOSED:

PROPOSED:

BASEMENT
GROUND
SECOND

DWELLING UNIT
DWELLING UNIT
DWELLING UNIT

RESIDENTIAL
RESIDENTIAL
RESIDENTIAL

2 PERSONS
2 PERSONS
4 PERSONS

45 MIN

205
205
85
85

10.06
5.18

20.42
8.93

1
1
1
1

2 PERSONS
2 PERSONS
4 PERSONS

9.31.4.1.
9.31.4.1.
9.31.4.1.

YESNO

YESNO

YESNO

9.20 ENERGY EFFICIENCY CATEGORY: 

SB-10 PRESCRIPTIVE (DIV.4)
SB-10 PERFORMANCE (DIV.2)
SB-10 PRESCRIPTIVE (DIV.2)

SB-12 PRESCRIPTIVE COMPLIANCE PACKAGES
SB-12 PERFORMANCE COMPLIANCE 
SB-12 OTHER: ENERGY STAR FOR NEW HOMES
ENERGUIDE FOR NEW HOUSES

NON-RESIDENTIAL 
COMPLIANCE OPTION: 

RESIDENTIAL 
COMPLIANCE OPTION: 

PROJECT DESIGN CONDITIONS:

CLIMATIC ZONE:

FENESTRATION GROSS ABOVE 
GRADE WALL OR 
ROOF AREA (M2)

GROSS 
FENESTRATION 

AREA (M2)

FENESTRATION 
RATIO

VERTICAL (W+D)

SKYLIGHTS

SPACE HEATING FUEL NATURAL GAS
PROPANE
>90% AFUE

OIL
SOLID FUEL
>78% - >90% AFUE

ELECTRICITY
EARTH ENERGY

HEATING EQUIPMENT
EFFICIANCY
OTHER CONDITIONS ICF BASEMENT

WALK-OUT BASEMENT
LOG/POST & BEAM

ICF ABOVE GRADE
SLAB-ON-GROUND
BLOWN-IN INSULATION
ABOVE GRADE WALLSPRAY-APPLIED FOAM

INSULATION ABOVE 
GRADE WALL

DRAIN WATER HEAT 
RECOVERY UNIT PROVIDED

COMPLIANCE PACKAGE

ITEM ONTARIO BUILDING CODE DATA MATRIX PART 9 - HOUSING AND SMALL BUILDINGS CON.

ITEM ONTARIO BUILDING CODE DATA MATRIX PART 11 - RENOVATION OF EXISTING BUILDING

11.00 BUILDING CODE VERSION: O. REG. 332/12 LAST AMENDMENT: O.REG. 191/14

OBC REFER.

12.2.1.

OBC REFER.

12.2.1.

11.01 PROJECT TYPE: ADDITION RENOVATION ADDITION & RENOVATION CHANGE OF USE
DESCRIPTION:

[A] 1.1.2.

MAJOR OCCUPANCY
CLASSIFICATION:

OCCUPANCY
GROUP C

USE
RESIDENTIAL

3.1.2.1.(1)

3 UNIT CONVERSION

SUPERIMPOSED MAJOR OCCUPANCIES:
DESCRIPTION:

3.2.2.7.

BUILDING AREA (M2) DESCRIPTION: EXISTING NEW TOTAL
UNCHANGED

[A] 1.4.1.2

TOTAL

YESNO

11.02

11.03

11.04

11.05 BUILDING HEIGHT STOREYS ABOVE GRADE

STOREYS BELOW GRADE

(M) ABOVE GRADE2

1

7 [A] 1.4.1.2
3.2.1.1.

11.06 NUMBER OF STREETS/FIRE FIGHTER 
ACCESS

STREET(S)1 3.2.1.10
3.2.5.

BUILDING SIZE11.07 SMALL MEDIUM LARGE >LARGE T.11.2.1.
1.B-N.

EXISTING BUILDING CLASSIFICATION:11.08 YES NOT APPLICABLE 
(NO CHANGE OF MAJOR OCCUPANCY)

11.2.1.1.
T.11.2.1.1.A
T.11.2.1.1.B-N
4.2.1.(3)
5.2.2.1.(2)

CHANGE IN MAJOR OCCUPANCY:

CONSTRUCTION INDEX:

HAZARD INDEX:

IMPORTANCE CATEGORY: LOW NORMAL

HIGH POST-DISASTER

RENOVATION TYPE: 11.3.3.1.
11.3.3.2.

EXTENSIVE RENOVATIONBASIC RENOVATION11.09

11.10 OCCUPANT LOAD FLOOR LEVEL/AREA OCCUPANCY TYPE BASED ON OCCUPANT LOAD 
(PERSONS)

3.1.17.

BASEMENT
GROUND
SECOND

DWELLING UNIT
DWELLING UNIT
DWELLING UNIT

RESIDENTIAL
RESIDENTIAL
RESIDENTIAL

2 PERSONS
2 PERSONS
4 PERSONS

11.11 PLUMBING FIXTURE REQUIREMENTS

FLOOR LEVEL/AREA OCCUPANCY 
LOAD

OBC
REFERENCE

FIXTURES
REQUIRED

FIXTURES
PROVIDED

3.7.4.

BASEMENT
GROUND
SECOND

2 PERSONS
2 PERSONS
4 PERSONS

9.31.4.1.
9.31.4.1.
9.31.4.1.

11.12 BARRIER-FREE DESIGN: NO EXPLANATION:UNCHANGED 11.3.3.2.(2)

11.13 REDUCTION IN PERFORMANCE LEVEL: STRUCTURAL: NO
NOBY INCREASE IN OCCUPANT LOAD:

YES

YES
YES

NO YES
NO YES
NO YES
NO YES

BY CHANGE OF MAJOR OCCUPANCY:
PLUMBING:
SEWAGE-SYSTEMS:
EXTENSION OF COMBUSTIBLE CONSTRUCTION:

11.4.2.1.
11.4.2.2.
11.4.2.3.
11.4.2.4.
11.4.2.5.
11.4.2.6.

ITEM ONTARIO BUILDING CODE DATA MATRIX PART 11 - RENOVATION OF EXISTING BUILDING CON. OBC REFER.

11.14 COMPENSATING CONSTRUCTION: YESNO

STRUCTURAL: NO
NOBY INCREASE IN OCCUPANT LOAD:

YES
YES

NO YES
NO YES
NO YES
NO YES

BY CHANGE OF MAJOR OCCUPANCY:
PLUMBING:
SEWAGE-SYSTEMS:
EXTENSION OF COMBUSTIBLE CONSTRUCTION:

11.15 COMPLIANCE ALTERNATIVES 
PROPOSED:

YESNO

11.4.3.1.
11.4.3.2.
11.4.3.3.
11.4.3.4.
11.4.3.5.
11.4.3.6.
11.4.3.7.

11.5.1.

2

3

NEW

XXX.XX

XXX.XX

GROUND
SECOND XXX.XX

XXX.XX

BUILDING AREA MEANS THE GREATEST HORIZONTAL AREA OF A BUILDING ABOVE GREATEST HORIZONTAL AREA OF A BUILDING ABOVE 
GRADEGRADE , 
(A) WITHIN THE OUTSIDE SURFACE OF EXTERIOR WALLS,OUTSIDE SURFACE OF EXTERIOR WALLS,  OR 
(B) WITHIN THE OUTSIDE SURFACE OF EXTERIOR WALLS AND THE CENTRE LINE OF 
FIREWALLS. 

GROSS AREA MEANS THE TOTAL AREA OF ALL FLOORS ABOVE GRADEGROSS AREA MEANS THE TOTAL AREA OF ALL FLOORS ABOVE GRADE  
MEASURED BETWEEN THE OUTSIDE SURFACES OF EXTERIOR WALLSMEASURED BETWEEN THE OUTSIDE SURFACES OF EXTERIOR WALLS  OR 
BETWEEN THE OUTSIDE SURFACES OF EXTERIOR WALLS AND THE CENTRE LINE OF 
FIREWALLS, EXCEPT THAT, IN ANY OCCUPANCY OTHER THAN A 
RESIDENTIAL OCCUPANCY, WHERE AN ACCESS OR A BUILDING SERVICE PENETRATES A 
FIREWALL, MEASUREMENTS SHALL NOT BE TAKEN TO THE 
CENTRE LINE OF SUCH FIREWALL.

CONSTRUCTION TYPE 
REQUIRED

CLADDING TYPE 
REQUIRED

REFER TO HVAC PACKAGE

NEW

C118(a), C147, C152, C153

XXX.XX

BUILDING AREA MEANS THE GREATEST HORIZONTAL AREA OF A BUILDING ABOVE GREATEST HORIZONTAL AREA OF A BUILDING ABOVE 
GRADEGRADE , 
(A) WITHIN THE OUTSIDE SURFACE OF EXTERIOR WALLS,OUTSIDE SURFACE OF EXTERIOR WALLS,  OR 
(B) WITHIN THE OUTSIDE SURFACE OF EXTERIOR WALLS AND THE CENTRE LINE OF 
FIREWALLS. 

45 MIN
45 MIN
45 MIN

45 MIN
45 MIN
45 MIN
45 MIN
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DN

1. THIS SITE PLAN IS DRAWN BASED ON A SURVEY PROVIDED BY BUILDING RECORDS AND/OR CLIENT. DESIGNER IS NOT 
RESPONSIBLE FOR ACCURACY OF SAID PROVIDED DRAWINGS.
2. THIS SITE PLAN IS TO BE USED FOR BUILDING SETBACK PURPOSES ONLY. DESIGNER ASSUMES NO RESPONSIBILTY FOR 
GRADING AND SERVICING. IF REQUIRED BY THE MUNICIPALITY, AN OLS AND/OR CERTIFIED ENGINEER TO BE RETAINED.
3. NO WORK TO ENCROACH ONTO ADJOINING PROPERTIES. CONTRACTOR IS RESPONSIBLE FOR EXCAVATION AND ENSURING 
THE NEIGHBOURING PROPERTIES ARE NOT AFFECTED.
4. ALL DIMENSIONS MUST BE CHECKED AGAINST THE ARCHITECTURAL DRAWINGS AND THE FIELD CONDITIONS BEFORE 
COMMENCING FABRICATION AND INCONSISTENCIES ARE TO BE REPORTED TO THE CONSULTANT BEFORE PROCEEDING WITH 
THE WORK.
5. PROVIDE POSITIVE FRONT YARD SLOPE TO MUNICIPAL SEWER FOR WATER RUN-OFF.
6. CONTRACTOR TO BE RESPONSIBLE FOR VERIFYING THE LOCATIONS OF ALL EXISTING UNDERGROUND AND ABOVE  UTILITIES 
AND SERVICES.

SITE PLAN NOTESSITE STATISTICS
REQ'D EX/PROP'DSITE REQUIREMENT

PROPOSED ZONING

FRONT YARD SETBACK

INTERIOR SIDE YARD SETBACK

REAR YARD SETBACK

BUILDING HEIGHT (MAX)

LOT AREA

LOT COVERAGE (50% MAX.)

8 STOREY 3 STOREY 
(11.24m)

7.50m 4.45m

0.00m 

ESTABLISHING FRONT 
BUILDING LINE 6.05m

C2

1623.48 m² (100.0%)

# PARKING SPACES REQUIRED

ASPHALT AREA

LANDSCAPE AREA (20% MIN)

1.5m PER STOREY 
X 3 STOREYS = 4.5m

CONFORMITY

YES

NO

NO

YES

NO

NO

NO

YES

811.74 m² 887.27 m²

REASON

324.69 m² 254.74 m²

487.05 m² 481.47 m²

1.13/UNIT 0/UNIT

# BICYCLE SPACES REQUIRED (OCCUPANT) 0.5/UNIT 0.5/UNIT YES

# BICYCLE SPACES REQUIRED (VISTOR) 0.1/UNIT 0.1/UNIT YES

AMENITY SPACE (OUTDOOR) AREA 

9.00m²/UNIT

LOADING SPACE REQUIREMENTS <25 UNITS 28 UNITS YES

MIN.LOT WIDTH 30.00m 20.14m NO

252m² 392m²

PARKING STUDY

CREDITS

SECONDBASEMENT

# OF RESIDENTIAL DWELLING UNITS

# OF BEDROOMS

6

15

THIRD

8 7 7

26 19 21

GROUND

YES

TOTAL

28

81

AMENITY SPACE (INDOOR) AREA 29m²

TOTAL

15.04m²/UNIT

421m²

1:12
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REQ'D: 4.20 SQFT (5.00%)
PROP : 10.0 SQFT (11.9%)
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GLAZING AREAGLAZING AREA
REQ'D: 4.80 SQFT (5.00%)
PROP : 6.00 SQFT (6.25%)
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GLAZING AREAGLAZING AREA
REQ'D: 29.3 SQFT (10.00%)
PROP : 30.0 SQFT (10.03%)

UNIT 04

UNIT 01 UNIT 03

UNIT 05

891.58 SQFT
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GLAZING AREAGLAZING AREA
REQ'D: 8.50 SQFT (5.00%)
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REQ'D: 8.50 SQFT (5.00%)
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F7

TRAVEL DISTANCE BETWEEN EXITS: 106' 0" (32.2 m)
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GA = 20.78 SQFT

PROPOSED
FIXED WINDOW

RO = 72" W x 48" H
SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 20.78 SQFT

PROPOSED
FIXED WINDOW

RO = 72" W x 48" H
SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

A
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GA = 9.78 SQFT

PROPOSED
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RO = 36" W x 48" H
SILL HGT = 42"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 42"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 42"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 42"

GA = 20.78 SQFT

PROPOSED
FIXED WINDOW

RO = 72" W x 48" H
SILL HGT = 42"

316.59 SQFT

LIV/DIN/KIT
PROPOSED

CH = 10' 9"
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S
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REQ'D: 31.70 SQFT (10.00%)
PROP : 33.0 SQFT (10.44%)
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GA = 9.78 SQFT

PROPOSED
FIXED WINDOW
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SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
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SILL HGT = 41"

A

30x80
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A
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PROPOSED

CH = 8' 8"
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42x80EXISTING STAIRS 
TO REMAIN

UP

P4

BBE BBE BBE BBE
EXISTING LINTEL TO 

REMAIN BBE BBE BBE BBE

BBE

76. 

BBE

P1

P1

P4

P4

P4

260.90 SQFT

PUBLIC CORRIDOR
PROPOSED

CH = 9' 10"

37.08 SQFT

EXISTING
EXISTING

CH = 9' 8"

UNEXCAVATED AREA
EXISTING

GLAZING AREAGLAZING AREA
REQ'D: 3.80 SQFT (5.00%)
PROP : 13.0 SQFT (10.44%)

4' - 9"

P1

8'
 - 

10
"

CONFORMING TO OBC TABLE 11.5.1.1.C., C.A. NUMBER C147, C152 & C153. 

30MIN FIRE RATING IS ACCEPTABLE FOR; 30MIN FIRE RATING IS ACCEPTABLE FOR; 

-STRUCTURAL ELEMENTS
-SEPARATION OF RESIDENTIAL SUITES
-SEPARATION OF SERVICE ROOMS
-SEPARATION OF PUBLIC CORRIDORS

P4
1 HR

OBC #W4A
51

•
•
•
•

2 LAYERS OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD
1/2" RESILIENT CHANNELS @ 24" O.C 
2x4 WOOD STUDS @ 16" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

5 7/8"

CL6
30 MINS

OBC #F8D
50

•
•
•
•
•

EXISTING PLYWOOD SUBFLOOR
EXISTING CEILING JOIST, NOT MORE THAN @ 24" O.C
PROPOSED CAVITY FILL SOUND ABSORPTIVE MATERIAL 
PROPOSED 1/2" RESILIENT CHANNELS @ 24" O.C
PROPOSED 1 LAYER OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

1 1/8"

P2
30 MINS

OBC #W1C
32

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 24" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
1/2" GYPSUM BOARD

4 1/2" SERVICE RM ONLY

7.6.1.6 SUITES (SHUT-OFF VALVES):7.6.1.6 SUITES (SHUT-OFF VALVES):  SHUT-OFF VALVES SHALL BE INSTALLED IN EVERY SUITE IN A 
BUILDING OF RESIDENTIAL OCCUPANCY AS MAY BE NECESSARY TO ENSURE THAT WHEN THE SUPPLY 
TO ONE SUITE IS SHUT OFF THE SUPPLY TO THE REMAINDER OF THE BUILDING IS NOT INTERRUPTED
PART 11: PART 11: NO COMPLIANCE ALTERNATIVES FOR THE ABOVE CODE REFERENCE

3.01

P1 - -

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 16" O.C
1/2" GYPSUM BOARD

4 1/2"

9.34.2.1. LIGHTING OF ENTRANCES: 9.34.2.1. LIGHTING OF ENTRANCES: AN EXTERIOR LIGHTING OUTLET WITH FIXTURE CONTROLLED BY A 
WALL SWITCH LOCATED WITHIN THE BUILDING SHALL BE PROVIDED AT EVERY ENTRANCE TO BUILDINGS 
OF RESIDENTIAL OCCUPANCY.

2.10

9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:  WHERE MORE THAN ONE SMOKE ALARM IS 
REQUIRED IN A DWELLING UNIT, THE SMOKE ALARMS SHALL BE WIRED SO THAT THE ACTIVATION OF 
ONE ALARM WILL CAUSE ALL ALARMS WITHIN THE DWELLING UNIT TO SOUND
PART 11:PART 11:  15MIN IS PERMITTED IN A "HOUSE" WHERE ALL SMOKE ALARMS ARE INTERCONNECTED 
WITH EACH OTHER BETWEEN BOTH UNITS

2.04

S

E3 - -

•
•
•

•
•
•
•
•
•
•

3 1/2" STONE OR BRICK VENEER AS PER ELEVATIONS
COLOUR TBD BY OWNER PRIOR TO CONSTRUCTION
UNOBSTRUCTED WEEP SYSTEM @24" o.c. WITH MORTAR DRIP CONTROL IN 1" AIR 
SPACE
"TYVEK" (OR EQUAL) MOISTURE PROTECTION
1/2" SPRUCE PLYWOOD SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" o.c. 
MINERAL WOOL INSULATION (R-VALUE AS PER HVAC)
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

F4 - -

•
•
•
•
•
•
•
•

EXISTING DOUBLE BRICK WALL CONSTRUCTION (TO REMAIN)
1" AIR GAP
1" R5 RIGID INSULATION
1" R5 RIGID INSULATION SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" O.C W/ MIN. R22 BATT INSULATION 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

9"

B4 - -

•
•
•

•
•

EXISTING CONCRETE WALL 
2" AIR SPACE
2x4 WOOD STUDS @ 16" O.C W/ R20 BATT OR MINERAL WOOL INSULATION (TO BE 
INSTALLED BETWEEN STUDS AND INSIDE AIR SPACE) 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD

R-VALUE = R20 (DUE TO THERMAL BRIDGING WITH THE WOOD STUDS)6"

F7 - -

•
•
•

3 5/8" METAL STUDS @ 16" O.C 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

4" FURRING ON INTERIOR CONC. WALLS (+ ENOUGH CAVITY FOR OUTLETS/SWITCHES)

F1 - -

•
•
•

EXISTING CONSTRUCTION 
1 5/8" METAL STUDS @ 16" O.C
1/2" GYPSUM BOARD

2 1/8"
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REQ'D: 3.90 SQFT (5.00%)
PROP : 12.0 SQFT (9.95%)

STOVE TO BE 
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PROPOSED

BED
144 SQFT
CH= 8' 0"

GLAZING AREAGLAZING AREA
REQ'D: 7.40 SQFT (5.00%)
PROP : 13.0 SQFT (17.8%)

F4 - -

•
•
•
•
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•
•

EXISTING DOUBLE BRICK WALL CONSTRUCTION (TO REMAIN)
1" AIR GAP
1" R5 RIGID INSULATION
1" R5 RIGID INSULATION SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" O.C W/ MIN. R22 BATT INSULATION 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

9"

E1a - -

•
•
•
•
•

EXISTING EXTERIOR SIDING CONSTRUCTION TO REMAIN AS-IS
PROPOSED MIN. R22 BATT INSULATION
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

CONFORMING TO OBC TABLE 11.5.1.1.C., C.A. NUMBER C147, C152 & C153. 

30MIN FIRE RATING IS ACCEPTABLE FOR; 30MIN FIRE RATING IS ACCEPTABLE FOR; 

-STRUCTURAL ELEMENTS
-SEPARATION OF RESIDENTIAL SUITES
-SEPARATION OF SERVICE ROOMS
-SEPARATION OF PUBLIC CORRIDORS

P4
1 HR

OBC #W4A
51

•
•
•
•

2 LAYERS OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD
1/2" RESILIENT CHANNELS @ 24" O.C 
2x4 WOOD STUDS @ 16" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

5 7/8"

7.6.1.6 SUITES (SHUT-OFF VALVES):7.6.1.6 SUITES (SHUT-OFF VALVES):  SHUT-OFF VALVES SHALL BE INSTALLED IN EVERY SUITE IN A 
BUILDING OF RESIDENTIAL OCCUPANCY AS MAY BE NECESSARY TO ENSURE THAT WHEN THE SUPPLY 
TO ONE SUITE IS SHUT OFF THE SUPPLY TO THE REMAINDER OF THE BUILDING IS NOT INTERRUPTED
PART 11: PART 11: NO COMPLIANCE ALTERNATIVES FOR THE ABOVE CODE REFERENCE

3.01

P1 - -

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 16" O.C
1/2" GYPSUM BOARD

4 1/2"

9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:  WHERE MORE THAN ONE SMOKE ALARM IS 
REQUIRED IN A DWELLING UNIT, THE SMOKE ALARMS SHALL BE WIRED SO THAT THE ACTIVATION OF 
ONE ALARM WILL CAUSE ALL ALARMS WITHIN THE DWELLING UNIT TO SOUND
PART 11:PART 11:  15MIN IS PERMITTED IN A "HOUSE" WHERE ALL SMOKE ALARMS ARE INTERCONNECTED 
WITH EACH OTHER BETWEEN BOTH UNITS

2.04

S

CL6
30 MINS

OBC #F8D
50

•
•
•
•
•

EXISTING PLYWOOD SUBFLOOR
EXISTING CEILING JOIST, NOT MORE THAN @ 24" O.C
PROPOSED CAVITY FILL SOUND ABSORPTIVE MATERIAL 
PROPOSED 1/2" RESILIENT CHANNELS @ 24" O.C
PROPOSED 1 LAYER OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

1 1/8"

B7 - -

•
•
•
•

EXISTING CONCRETE WALL 
2x2 WOOD STUDS @ 16" O.C 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD

2" WALL IN FRONT OF STAIRWAY

P2
30 MINS

OBC #W1C
32

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 24" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
1/2" GYPSUM BOARD

4 1/2" SERVICE RM ONLY

F7 - -

•
•
•

3 5/8" METAL STUDS @ 16" O.C 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

4" FURRING ON INTERIOR CONC. WALLS (+ ENOUGH CAVITY FOR OUTLETS/SWITCHES)

P3
30 MINS

OBC #W1C
32

•
•
•

1/2" GYPSUM BOARD
2x6 WOOD STUDS @ 24" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
1/2" GYPSUM BOARD

6 1/2" SERVICE RM ONLY
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DN

DN

DN

-
---200.89 SQFT

REC RM
EXISTING

CH = 8' 6"

GA = 41.56 SQFT

EXISTING
FIXED WINDOW

RO = 92" W x 72" H
SILL HGT = 20"

GA = 18.42 SQFT

EXISTING
FIXED WINDOW

RO = 43" W x 72" H
SILL HGT = 20"

GA = 41.56 SQFT

EXISTING
FIXED WINDOW

RO = 92" W x 72" H
SILL HGT = 20"

GA = 18.42 SQFT

EXISTING
FIXED WINDOW

RO = 43" W x 72" H
SILL HGT = 20"

GA = 44.39 SQFT

EXISTING
FIXED WINDOW

RO = 98" W x 72" H
SILL HGT = 88"

3:
12

3:12

A

36x80

A

38x80

A

30x80

A

30x80

A

36x80

A

30x80

GUARDRAIL GUARDRAIL

SCONE LIGHT

141.40 SQFT

REC RM
EXISTING

CH = 8' 6"
43.76 SQFT

STORAGE
EXISTING

CH = 8' 6"

CL
O

SE
T

FULL CABNET

124.10 SQFT

STORAGE
EXISTING

CH = 9' 8"

3R

GUARDRAIL

G
UA

R
D

R
AI

L

A

30x80

A

32x90

73.32 SQFT

BATH
EXISTING

CH = 8' 2"

4R

G
UA

R
D

R
AI

L

GA = 6.78 SQFT

EXISTING
FIXED WINDOW

RO = 20" W x 65" H
SILL HGT = 15"

DN 16R

RAILING

R
AI

LI
N

G

H
AN

D
R

AI
L

H
AN

D
R

AI
L

RAILING

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

362.91 SQFT

MAIN OFFICE
EXISTING

CH = 9' 0"

160.10 SQFT

RECEPTION OFFICE
EXISTING

CH = 9' 0"

GA = 5.56 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 44" H
SILL HGT = 68"

GA = 5.56 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 44" H
SILL HGT = 68"

21.96 SQFT

BATH
EXISTING

CH = 9' 0"

A

30x80

A

32x80

A

30x80

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

A

38x92

3R

SLOPE
1:12

3R

H
AN

D
R

AI
L

H
AN

D
R

AI
L

H
AN

D
R

AI
L

RAILING

R
AI

LI
N

G

11R

10"
LANDING

GA = 30.44 SQFT

EXISTING
FIXED WINDOW

RO = 36" W x 141" H
SILL HGT = 48"

GA = 30.44 SQFT

EXISTING
FIXED WINDOW

RO = 36" W x 141" H
SILL HGT = 48"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

29.76 SQFT

STORAGE
EXISTING

CH = 7' 9"

29.45 SQFT

STORAGE
EXISTING

CH = 7' 9"

A

28x80

A

32x80

R
AI

LI
N

G

R
AI

LI
N

G
R

AI
LI

N
G

OPEN BELOW

GA = 2.78 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 24" H
SILL HGT = 106"

GA = 30.44 SQFT

EXISTING
FIXED WINDOW

RO = 36" W x 141" H
SILL HGT = 48"

GA = 23.56 SQFT

EXISTING
FIXED WINDOW

RO = 36" W x 110" H
SILL HGT = 80"

GA = 30.44 SQFT

EXISTING
FIXED WINDOW

RO = 36" W x 141" H
SILL HGT = 48"

GA = 30.44 SQFT

EXISTING
FIXED WINDOW

RO = 36" W x 141" H
SILL HGT = 48"

GA = 30.44 SQFT

EXISTING
FIXED WINDOW

RO = 36" W x 141" H
SILL HGT = 48"

SCONE LIGHT

DN 15R

8R

5' - 10"

16' - 7"

30
' -

 8
"

8' - 9"

15
' -

 0
"

8'
 - 

1"
7'

 - 
9"

4'
 - 

2"

18' - 1"4' - 11"

13
' -

 9
"

4'
 - 

10
"

11' - 8"

6'
 - 

11
"

10' - 8"

10
' -

 2
"

6'
 - 

11
"

3' - 4"

3'
 - 

0"

14' - 9"7' - 2"2' - 4"11' - 9"

14
' -

 0
"

8' - 4" 6' - 6" 4' - 11"

8'
 - 

11
"

12' - 3"

66
' -

 1
1"

36' - 0"

EXISTING 
HALL

BENCH

BENCH

3497.00 SQFT

UPPER BENCH AREA
EXISTING

CH = 19' 0"

OPEN BELOW
4' - 0"

7'
 - 

4"

4' - 0"

7'
 - 

5"

OPEN BELOW

LANDING

DN
1R

OPEN TO BELOW

DN

DN

DN
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UP

GA = 41.56 SQFT

EXISTING
FIXED WINDOW

RO = 92" W x 72" H
SILL HGT = 20"

GA = 44.39 SQFT

EXISTING
FIXED WINDOW

RO = 98" W x 72" H
SILL HGT = 88"

G
UA

R
D

R
AI

L

GA = 6.78 SQFT

EXISTING
FIXED WINDOW

RO = 20" W x 65" H
SILL HGT = 15"

DN 16R

RAILING

R
AI

LI
N

G

H
AN

D
R

AI
L

H
AN

D
R

AI
L

RAILING

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

RAILING

R
AI

LI
N

G

11R

LANDING

R
AI

LI
N

G

R
AI

LI
N

G

DN 15R

16R

8' - 9"

3'
 - 

6"

DN

5'
 - 

9"

6' - 5"

99' - 1"

4'
 - 

0"

8' - 9"
34.71 SQFT

BATH
PROPOSED

CH=8' 0"

34.77 SQFT

BATH
PROPOSED

CH=8' 0"

358.38 SQFT

LIV/DIN/KIT/BED
PROPOSED

CH=8' 0"

94.66 SQFT

M.BED
PROPOSED

CH=8' 0"
76.60 SQFT

BED
PROPOSED

CH=8' 0"

34.92 SQFT

BATH
PROPOSED

CH=8' 0"

34.71 SQFT

BATH
PROPOSED

CH=8' 0"

107.48 SQFT

AMENITY
PROPOSED

CH=8' 0"

97.09 SQFT

MECH RM
PROPOSED

CH=8' 0"

33.16 SQFT

BATH
PROPOSED

CH=8' 0"

A

30x80

A

30x80

A

30x80

A

34x80

A

30x80

A

30x80

A

30x80

A

34x80

A

30x80

A

30x80

A

30x80

A

30x80

A

30x80 A

30x80

A

30x80

A

30x80

A

30x80

A

30x80

A

34x80

A

34x80

A

30x80

A

30x80

A

34x80

A

30x80

A

30x80

A

30x80

A

30x80

A

30x80

A

30x80

A

30x80

A

30x80

A

30x80

A

34x80

A

36x80

8' - 9"

3'
 - 

6"

5'
 - 

9"

5'
 - 

0"
5'

 - 
0"

6' - 5"

4'
 - 

0"

8' - 9"

9' - 7" 7' - 7"

5'
 - 

0"

6' - 11"

5'
 - 

0"

6' - 11"

20' - 2" 14' - 4" 6'
 - 

11
"

5' - 1"

7'
 - 

6"

5'
 - 

9"

6'
 - 

6"

16' - 4"

6'
 - 

0"

5'
 - 

2"

10' - 3" 10' - 10"

2'
 - 

1"

3' - 10"

13' - 5"

11
' -

 1
1"

8'
 - 

2"

10' - 1"

4'
 - 

0"

2' - 0"

2'
 - 

0"

4' - 0"

8'
 - 

11
"

8' - 1"

3' - 8"

5' - 0"

8' - 1"

15
' -

 7
"

10
' -

 6
"

9' - 6"

8'
 - 

5"

7'
 - 

0"

13' - 3"

13' - 3"

3' - 0"

3' - 0"

8'
 - 

2"

14' - 0"

7'
 - 

4"

14' - 0"

13' - 0"

21' - 4"

18
' -

 6
"

3'
 - 

0"

3' - 0"

2
A301

1
A301

5' - 0" 5' - 0"

7'
 - 

0"

16' - 8"

265.76 SQFT

LIV/DIN/BED
PROPOSED

CH=8' 0"

34.71 SQFT

BATH
PROPOSED

CH=8' 0"7'
 - 

0"

5' - 0"

A

34x80

2' - 11"

DN 10 R

RAILING

R
AI

LI
N

G

3' - 4"

P1

P1

P4

P4

P1

P1

P4

P1

P1
P1

P1

P1

P1

P1

P1

P4

P1

P1

P1

P1

P1

P1

P1

P1

P1

P1

P1

P4

P4

P1

P1

P4

P1

P1
P4

P4

P4

P1

P1

P1

P1

P1

P1

A

36x80

P1

P3

A

30x80

A

30x80
A

34x806' - 9"

CMD

S

CMD

S

CMD

S

S

S

S

S

S

S

SS

CMD

S

CMD

S

S

S

SS

3
A301

UNIT 19UNIT 19
716 SOFT / 66.52 SAM

UNIT 21UNIT 21
797 SOFT / 74.04 SQM

UNIT 20UNIT 20
934 SQFT / 86.77 SQM

UNIT 15UNIT 15
576 SQFT / 53.51 SQM

UNIT 16UNIT 16
394 SQFT / 36.60 SQM

UNIT 18UNIT 18
400 SQFT / 37.16 SQM

UNIT 17UNIT 17
621 SQFT / 57.69 SQM

STOVE TO BE 
VENTED TO EXT.

S

CMD

S

3'
 - 

0"

7' - 2"1' - 11"

A

30x80

A

30x80

A

30x80

7'
 - 

9"

UNIT 17

EXHAUST FAN TO 
BE VENTED TO EXT.

P.S

EXHAUST FAN TO 
BE VENTED TO EXT.

P.S

STOVE TO BE 
VENTED TO EXT.

P.S

CLOSETCLOSET

CL
O

SE
T

CL
O

SE
T

UNIT 15

GLAZING AREAGLAZING AREA
REQ'D: 3.85 SQFT (5.00%)
PROP : 8.97 SQFT (11.66%)

9' - 2" 2' - 0"

GLAZING AREAGLAZING AREA
REQ'D: 3.26 SQFT (5.00%)
PROP : 8.97 SQFT (13.76%)

GLAZING AREAGLAZING AREA
REQ'D: 4.94 SQFT (5.00%)
PROP : 8.97 SQFT (9.09%)

GLAZING AREAGLAZING AREA
REQ'D: 3.27 SQFT (10.00%)
PROP : 8.97 SQFT (13.70%)

STOVE TO BE 
VENTED TO EXT.

GLAZING AREAGLAZING AREA
REQ'D: 22.91 SQFT (5.00%)
PROP : 26.91 SQFT (13.4%)

P.S

P.S

EXHAUST FAN TO 
BE VENTED TO EXT.

EXHAUST FAN TO 
BE VENTED TO EXT.

CMD

S

CLOSETCLOSET

CL
O

SE
T

CL
O

SE
T

2'
 - 

0"
8'

 - 
9"

3' - 1" 6' - 2"

3'
 - 

0"
4'

 - 
4"

P.S

3'
 - 

11
"

UNIT 18

24
" 

FR
ID

G
E

18
" D

W

24
" S

TO
VE

12" CAB.

18" CAB.

30
" S

IN
K

STOVE TO BE 
VENTED EXT. 11

' -
 0

"

EXHAUST FAN TO 
BE VENTED TO EXT.

P1

F4 F4

EXHAUST FAN TO 
BE VENTED TO EXT.

GLAZING AREAGLAZING AREA
REQ'D: 35.83 SQFT (10.00%)
PROP : 44.85 SQFT (12.51%) 

11
' -

 2
"

UNIT 16

5' - 0"

EXHAUST FAN TO 
BE VENTED TO EXT.

P.S

GLAZING AREAGLAZING AREA
REQ'D: 5.08 SQFT (5.00%)
PROP : 12.44 SQFT (12.26%)

CLOSETCLOSET

EXHAUST FAN TO 
BE VENTED TO EXT.

7' - 2"

UNIT 21UNIT 20

GLAZING AREAGLAZING AREA
REQ'D: 19.06 SQFT (10.00%)
PROP : 19.44 SQFT (10.20%)

S

GLAZING AREAGLAZING AREA
REQ'D: 8.22 SQFT (5.00%)
PROP :24.88 SQFT (15.13%)

S

GLAZING AREAGLAZING AREA
REQ'D: 4.62 SQFT (5.00%)
PROP : 13.48 SQFT (9.52%)

17' - 5"

EXHAUST FAN TO 
BE VENTED TO EXT.

A

30x80

P.S

P1

5' - 0"

24
" 

FR
ID

G
E

24
" S

TO
VE

12" CAB.

30" SINK

18
" D

W

24" 
FRIDGE

24" STOVE

30
" S

IN
K

18" DW

EXHAUST FAN TO 
BE VENTED TO EXT.

P.S
GLAZING AREAGLAZING AREA
REQ'D: 4.04 SQFT (5.00%)
PROP : 12.44 SQFT (15.40%)

CL
O

SE
T

CL
O

SE
T

CLOSETCLOSET

GLAZING AREAGLAZING AREA
REQ'D: 3.58 SQFT (5.00%)
PROP : 12.44 SQFT (17.39%)

9'
 - 

9"

7'
 - 

3"

CLOSETCLOSET

P4

UNIT 19

CLOSETCLOSET

EXHAUST FAN TO 
BE VENTED TO EXT.

5'
 - 

0"
2'

 - 
0"

5'
 - 

2"

4' - 0" 5' - 10"

3' - 2" 6' - 8"

GLAZING AREAGLAZING AREA
REQ'D: 4.76 SQFT (5.00%)
PROP : 39.67 SQFT (41.68%)

GLAZING AREAGLAZING AREA
REQ'D: 3.68% SQFT (5.00%)
PROP : 39.67 SQFT (53.87%)

3' - 6"

GLAZING AREAGLAZING AREA
REQ'D: 25.01 SQFT (10.00%)
PROP : 41.56 SQFT (16.620%)

5' - 0"

3'
 - 

11
"

P.SP.SP.S
2' - 10"

1'
 - 

11
"

9'
 - 

0"

3'
 - 

0"

5'
 - 

3"

65.21 SQFT

BED
PROPOSED

CH=8' 0"

73.64 SQFT

BED
PROPOSED

CH=8' 0"

34.12 SQFT

BATH
PROPOSED

CH=8' 0"

95.18 SQFT

M.BED
PROPOSED

CH=8' 0" 250.11 SQFT

LIV/DIN/KIT
PROPOSED

CH=8' 0"

71.53 SQFT

BED
PROPOSED

CH=8' 0"

80.80 SQFT

BED
PROPOSED

CH=8' 0"

35.00 SQFT

BATH
PROPOSED

CH=8' 0"

142.67 SQFT

KITCHEN
PROPOSED

CH=8' 0"

35.00 SQFT

BATH
PROPOSED

CH=8' 0"

89.18 SQFT

BED
PROPOSED

CH=8' 0"

101.50 SQFT

M.BED
PROPOSED

CH=8' 0"

35.00 SQFT

BATH
PROPOSED

CH=8' 0"

164.49 SQFT

M.BED
PROPOSED

CH=8' 0"

90.25 SQFT

BED
PROPOSED

CH=8' 0"

226.94 SQFT

LIV/DIN/KIT
PROPOSED

CH=8' 0"

35.00 SQFT

BATH
PROPOSED

CH=8' 0"

606.13 SQFT

PUBLIC CORRIDOR
PROPOSED

CH=8' 0"

616.75 SQFT

PUBLIC CORRIDOR
PROPOSED

CH=8' 0"

98.73 SQFT

M.BED
PROPOSED

CH=8' 0"

69.21 SQFT

BED
PROPOSED

CH=8' 0"

GLAZING AREAGLAZING AREA
REQ'D: 4.77 SQFT (5.00%)
PROP : 8.97 SQFT (9.40%)

GLAZING AREAGLAZING AREA
REQ'D: 25.86 SQFT (10.00%)
PROP : 26.91 SQFT (10.41%)

GLAZING AREAGLAZING AREA
REQ'D: 26.58 SQFT (10.00%)
PROP : 26.91 SQFT (10.13%)

GA = 19.44 SQFT

PROPOSED
FIXED WINDOW

RO = 60" W x 54" H
SILL HGT = 31"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 19"
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PROP : 12.44 SQFT (13.95%)

3' - 6"

UP 14R

10
"

3'
 - 

2"

3' - 0"3' - 0"

A

36x80

LANDING

4' - 0"

4'
 - 

1"

P1

P1

LANDING

LANDING

OPEN BELOW

5'
 - 

6"

8' - 0"

5'
 - 

7"

8' - 5"

9'
 - 

0"

3'
 - 

3"
9'

 - 
1"

6'
 - 

2"

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 10"

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 10"

GA = 8.97  SQFT 

13' - 8"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 30"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 30"

GLAZING AREAGLAZING AREA
REQ'D: 22.69 SQFT (10.00%)
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x 60" HEI x 60" HEI x 60" HEI x 60" HEI x 60" HEI x 60" HEI x 60" HEI x 60" HEI x 60" HEI x 60" HEI

CONFORMING TO OBC TABLE 11.5.1.1.C., C.A. NUMBER C147, C152 & C153. 

30MIN FIRE RATING IS ACCEPTABLE FOR; 30MIN FIRE RATING IS ACCEPTABLE FOR; 

-STRUCTURAL ELEMENTS
-SEPARATION OF RESIDENTIAL SUITES
-SEPARATION OF SERVICE ROOMS
-SEPARATION OF PUBLIC CORRIDORS

P4
1 HR

OBC #W4A
51

•
•
•
•

2 LAYERS OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD
1/2" RESILIENT CHANNELS @ 24" O.C 
2x4 WOOD STUDS @ 16" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

5 7/8"

CL6
30 MINS

OBC #F8D
50

•
•
•
•
•

EXISTING PLYWOOD SUBFLOOR
EXISTING CEILING JOIST, NOT MORE THAN @ 24" O.C
PROPOSED CAVITY FILL SOUND ABSORPTIVE MATERIAL 
PROPOSED 1/2" RESILIENT CHANNELS @ 24" O.C
PROPOSED 1 LAYER OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

1 1/8"

P2
30 MINS

OBC #W1C
32

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 24" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
1/2" GYPSUM BOARD

4 1/2" SERVICE RM ONLY

7.6.1.6 SUITES (SHUT-OFF VALVES):7.6.1.6 SUITES (SHUT-OFF VALVES):  SHUT-OFF VALVES SHALL BE INSTALLED IN EVERY SUITE IN A 
BUILDING OF RESIDENTIAL OCCUPANCY AS MAY BE NECESSARY TO ENSURE THAT WHEN THE SUPPLY 
TO ONE SUITE IS SHUT OFF THE SUPPLY TO THE REMAINDER OF THE BUILDING IS NOT INTERRUPTED
PART 11: PART 11: NO COMPLIANCE ALTERNATIVES FOR THE ABOVE CODE REFERENCE

3.01

P1 - -

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 16" O.C
1/2" GYPSUM BOARD

4 1/2"

9.34.2.1. LIGHTING OF ENTRANCES: 9.34.2.1. LIGHTING OF ENTRANCES: AN EXTERIOR LIGHTING OUTLET WITH FIXTURE CONTROLLED BY A 
WALL SWITCH LOCATED WITHIN THE BUILDING SHALL BE PROVIDED AT EVERY ENTRANCE TO BUILDINGS 
OF RESIDENTIAL OCCUPANCY.

2.10

9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:  WHERE MORE THAN ONE SMOKE ALARM IS 
REQUIRED IN A DWELLING UNIT, THE SMOKE ALARMS SHALL BE WIRED SO THAT THE ACTIVATION OF 
ONE ALARM WILL CAUSE ALL ALARMS WITHIN THE DWELLING UNIT TO SOUND
PART 11:PART 11:  15MIN IS PERMITTED IN A "HOUSE" WHERE ALL SMOKE ALARMS ARE INTERCONNECTED 
WITH EACH OTHER BETWEEN BOTH UNITS

2.04

S

E3 - -

•
•
•

•
•
•
•
•
•
•

3 1/2" STONE OR BRICK VENEER AS PER ELEVATIONS
COLOUR TBD BY OWNER PRIOR TO CONSTRUCTION
UNOBSTRUCTED WEEP SYSTEM @24" o.c. WITH MORTAR DRIP CONTROL IN 1" AIR 
SPACE
"TYVEK" (OR EQUAL) MOISTURE PROTECTION
1/2" SPRUCE PLYWOOD SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" o.c. 
MINERAL WOOL INSULATION (R-VALUE AS PER HVAC)
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

F4 - -

•
•
•
•
•
•
•
•

EXISTING DOUBLE BRICK WALL CONSTRUCTION (TO REMAIN)
1" AIR GAP
1" R5 RIGID INSULATION
1" R5 RIGID INSULATION SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" O.C W/ MIN. R22 BATT INSULATION 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

9"

B4 - -

•
•
•

•
•

EXISTING CONCRETE WALL 
2" AIR SPACE
2x4 WOOD STUDS @ 16" O.C W/ R20 BATT OR MINERAL WOOL INSULATION (TO BE 
INSTALLED BETWEEN STUDS AND INSIDE AIR SPACE) 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD

R-VALUE = R20 (DUE TO THERMAL BRIDGING WITH THE WOOD STUDS)6"

F7 - -

•
•
•

3 5/8" METAL STUDS @ 16" O.C 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

4" FURRING ON INTERIOR CONC. WALLS (+ ENOUGH CAVITY FOR OUTLETS/SWITCHES)

F1 - -

•
•
•

EXISTING CONSTRUCTION 
1 5/8" METAL STUDS @ 16" O.C
1/2" GYPSUM BOARD

2 1/8"
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CH= 8' 0" 66.63 SQFT

BED
PROPOSED

CH= 8' 0"

34.71 SQFT

BATH
PROPOSED

CH= 8' 0"

358.43 SQFT

LIV/DIN/KIT/BED
PROPOSED

CH= 8' 0"

34.71 SQFT

BATH
PROPOSED

CH= 8' 0"

63.83 SQFT

AMENITY
PROPOSED

CH= 8' 0"

96.79 SQFT

M.BED
PROPOSED

CH= 8' 0"
76.16 SQFT

BED
PROPOSED

CH= 8' 0" 78.89 SQFT

BED
PROPOSED

CH= 8' 0"

34.71 SQFT

BATH
PROPOSED

CH= 8' 0"

34.28 SQFT

BATH
PROPOSED

CH= 8' 0"

105.35 SQFT

M.BED
PROPOSED

CH= 8' 0"

242.53 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"

75.33 SQFT

BED
PROPOSED

CH= 8' 0"

47.14 SQFT

BATH
PROPOSED

CH= 8' 0"

76.30 SQFT

BED
PROPOSED

CH= 8' 0"

85.89 SQFT

BED
PROPOSED

CH= 8' 0" 106.21 SQFT

M.BED
PROPOSED

CH= 8' 0"
277.56 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"

34.92 SQFT

BATH
PROPOSED

CH= 8' 0"

80.01 SQFT

BED
PROPOSED

CH= 8' 0"

90.81 SQFT

BED
PROPOSED

CH= 8' 0"

35.00 SQFT

BATH
PROPOSED

CH= 8' 0"

369.39 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"

35.00 SQFT

BATH
PROPOSED

CH= 8' 0"

240.27 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"

35.00 SQFT

BATH
PROPOSED

CH= 8' 0"

136.32 SQFT

BED
PROPOSED

CH= 8' 0"

108.36 SQFT

M.BED
PROPOSED

CH= 8' 0"

82.46 SQFT

BED
PROPOSED

CH= 8' 0"

35.00 SQFT

BATH
PROPOSED

CH= 8' 0"

1192.94 SQFT

PUBLIC CORRIDOR
PROPOSED

CH= 8' 0"
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UNIT 26UNIT 26
791 SQFT / 73.48 SQM

UNIT 28UNIT 28
861 SQFT / 79.98 SQM

UNIT 27UNIT 27
1000 SQFT / 92.90 SQM

UNIT 22UNIT 22
576 SQFT / 53.51 SQM

UNIT 23UNIT 23
397 SQFT / 36.88 SQM

UNIT 25UNIT 25
633 SQFT / 58.81 SQM

UNIT 24UNIT 24
623 SQFT / 57.87 SQM

S S
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UNIT 28UNIT 27

P.S

P.S

P.S

P.S
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30x80 18" DW

P.S
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STOVE TO BE 
VENTED EXT.

STOVE TO BE 
VENTED EXT.

CLOSETCLOSET

E3

P1

E3

EXHAUST FAN TO 
BE VENTED TO EXT.

P.S

10' - 6"

S

P.S

EXHAUST FAN TO 
BE VENTED TO EXT.P3

E3

E3

E3

S

P.S

CMD

S

13' - 10"

GLAZING AREAGLAZING AREA
REQ'D: 3.81 SQFT (5.00%)
PROP : 8.55 SQFT (11.23%)

GLAZING AREAGLAZING AREA
REQ'D: 25.58 SQFT (10.00%)
PROP : 25.65 SQFT (10.02%)

GLAZING AREAGLAZING AREA
REQ'D: 3.25 SQFT (5.00%)
PROP : 8.55 SQFT (13.16%)

GLAZING AREAGLAZING AREA
REQ'D: 4.91 SQFT (5.00%)
PROP : 8.55 SQFT (8.70%)

GLAZING AREAGLAZING AREA
REQ'D: 24.25 SQFT (10.00%)
PROP : 24.88 SQFT (10.26%)

GLAZING AREAGLAZING AREA
REQ'D: 5.42 SQFT (5.00%)
PROP : 12.44 SQFT (11.48%)

GLAZING AREAGLAZING AREA
REQ'D: 6.82 SQFT (5.00%)
PROP : 12.44 SQFT (9.13%)

GLAZING AREAGLAZING AREA
REQ'D: 24.02 SQFT (10.00%)
PROP : 37.32 SQFT (15.53%)

GLAZING AREAGLAZING AREA
REQ'D: 4.54 SQFT (5.00%)
PROP : 12.44 SQFT (13.70%)

GLAZING AREAGLAZING AREA
REQ'D: 4.00 SQFT (5.00%)
PROP : 12.44 SQFT (15.54%)

GLAZING AREAGLAZING AREA
REQ'D: 5.31 SQFT (5.00%)
PROP : 39.67 SQFT (37.35%)

GLAZING AREAGLAZING AREA
REQ'D: 4.29% SQFT (5.00%)
PROP : 39.67 SQFT (46.19%)

GLAZING AREAGLAZING AREA
REQ'D: 27.75 SQFT (10.00%)
PROP : 41.56 SQFT (14.97%)

GLAZING AREAGLAZING AREA
REQ'D: 4.83 SQFT (5.00%)
PROP : 8.55 SQFT (8.83%)

GLAZING AREAGLAZING AREA
REQ'D: 5.27 SQFT (5.00%)
PROP : 25.65 SQFT (24.34%)

3' - 5"

10"

3' - 0"3'
 - 

2"

3'
 - 

0"

DN 14R

16R DN

5' - 8"5' - 8"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

GA = 19.44 SQFT

PROPOSED
FIXED WINDOW

RO = 60" W x 54" H
SILL HGT = 24"

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 10"

A

36x80

P1

P1

12
' -

 4
"

6' - 6"

8'
 - 

9"

TRAVEL DISTANCE BETWEEN EXITS: 117' 2" (35.7 m)

3:12 3:12

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 10"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

P.S

2' - 0"

4'
 - 

1"
3'

 - 
5"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 20"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 20"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 20"

11
' -

 3
"

22' - 2"

A

30x80

95.43 SQFT

BED
PROPOSED

CH= 8' 0"

95.43 SQFT

BED
PROPOSED

CH= 8' 0"

S

136.32 SQFT

BED
PROPOSED

CH= 8' 0"

GLAZING AREAGLAZING AREA
REQ'D: 4.77 SQFT (5.00%)
PROP : 12.44 SQFT (13.04%)

GLAZING AREAGLAZING AREA
REQ'D: 6.82 SQFT (5.00%)
PROP : 12.44 SQFT (9.13%)

H
AL

L
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O
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D

H
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L
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O
PO
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D
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A

30x80

A

30x80
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2' - 0"

A

30x80

6' - 2"

11
' -

 2
"

A

30x80

A

30x80

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 20"

9' - 5"

5'
 - 

0"

4' - 0"2'
 - 

0" CLOSETCLOSET

A

30x80

9'
 - 

9"

2'
 - 

0"

4' - 0"

A

30x80

CLOSETCLOSET

122.60 SQFT

M.BED
PROPOSED

CH= 8' 0"

GLAZING AREAGLAZING AREA
REQ'D: 6.13 SQFT (5.00%)
PROP : 12.44 SQFT (10.14%)

A

30x80

S

CLOSETCLOSET

2'
 - 

0"

4' - 0"

A

30x80

CLOSETCLOSET

A

30x80

42.87 SQFT

BATH
PROPOSED

CH= 8' 0"
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" S
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G
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24
" S

TO
VE

12" CAB.

18" CAB.

30
" S
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K

4' - 0"

GLAZING AREAGLAZING AREA
REQ'D: 4.12 SQFT (5.00%)
PROP : 12.44 SQFT (15.09%)

CLOSETCLOSET

CLOSETCLOSET

2' - 11"
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0"
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" 

FR
ID

G
E

24
" S

TO
VE

12" CAB.

30" SINK

D/W

S

STOVE TO BE 
VENTED TO EXT.

225.17 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"

A

30x80
BATH

PROPOSED
EXHAUST FAN TO 
BE VENTED TO EXT.

10' - 0"

GLAZING AREAGLAZING AREA
REQ'D: 3.94 SQFT (5.00%)
PROP : 8.55 SQFT (10.83%)

S

A

30x80

255.80 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

24
" 

FR
ID

G
E

24
" S

TO
VE

12" CAB.

30" SINK

D/W

BBE

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 10"

EXHAUST FAN TO 
BE VENTED TO EXT.

STOVE TO BE 
VENTED TO EXT.

A

30x80

2' - 0"
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O

SE
T
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O
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T3'
 - 

0"

A

30x80

GLAZING AREAGLAZING AREA
REQ'D: 3.33 SQFT (5.00%)
PROP : 8.55 SQFT (12.83%)
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REMAIN. ONLY 
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REMAIN. ONLY 
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14' - 1"
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 - 
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 - 
6"

A

30x80

GLAZING AREAGLAZING AREA
REQ'D: 4.77 SQFT (5.00%)
PROP : 12.44 SQFT (13.04%)

7'
 - 

0"

GLAZING AREAGLAZING AREA
REQ'D: 36.93 SQFT (10.00%)
PROP : 44.32 SQFT (12.00%)

P1

P1
GLAZING AREAGLAZING AREA
REQ'D: 22.51 SQFT (10.00%)
PROP : 25.65 SQFT (11.39%)

GLAZING AREAGLAZING AREA
REQ'D: 35.84 SQFT (10.00%)
PROP : 42.75 SQFT (11.93%) 
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EW
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N
EW
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PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

BBE

BBE

BBE

GLAZING AREAGLAZING AREA
REQ'D: 3.77 SQFT (5.00%)
PROP : 12.0 SQFT (16.51%)

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 10"

GLAZING AREAGLAZING AREA
REQ'D: 3.80 SQFT (5.00%)
PROP : 12.44 SQFT (16.30%)

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 18"

GA = 8.55 SQFT 
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GA = 8.55 SQFT 

00"
x 59" HEI
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GA = 8.55 SQFT 

00"
x 59" HEI
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CONFORMING TO OBC TABLE 11.5.1.1.C., C.A. NUMBER C147, C152 & C153. 

30MIN FIRE RATING IS ACCEPTABLE FOR; 30MIN FIRE RATING IS ACCEPTABLE FOR; 

-STRUCTURAL ELEMENTS
-SEPARATION OF RESIDENTIAL SUITES
-SEPARATION OF SERVICE ROOMS
-SEPARATION OF PUBLIC CORRIDORS

P4
1 HR

OBC #W4A
51

•
•
•
•

2 LAYERS OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD
1/2" RESILIENT CHANNELS @ 24" O.C 
2x4 WOOD STUDS @ 16" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

5 7/8"

CL6
30 MINS

OBC #F8D
50

•
•
•
•
•

EXISTING PLYWOOD SUBFLOOR
EXISTING CEILING JOIST, NOT MORE THAN @ 24" O.C
PROPOSED CAVITY FILL SOUND ABSORPTIVE MATERIAL 
PROPOSED 1/2" RESILIENT CHANNELS @ 24" O.C
PROPOSED 1 LAYER OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

1 1/8"

P2
30 MINS

OBC #W1C
32

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 24" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
1/2" GYPSUM BOARD

4 1/2" SERVICE RM ONLY

7.6.1.6 SUITES (SHUT-OFF VALVES):7.6.1.6 SUITES (SHUT-OFF VALVES):  SHUT-OFF VALVES SHALL BE INSTALLED IN EVERY SUITE IN A 
BUILDING OF RESIDENTIAL OCCUPANCY AS MAY BE NECESSARY TO ENSURE THAT WHEN THE SUPPLY 
TO ONE SUITE IS SHUT OFF THE SUPPLY TO THE REMAINDER OF THE BUILDING IS NOT INTERRUPTED
PART 11: PART 11: NO COMPLIANCE ALTERNATIVES FOR THE ABOVE CODE REFERENCE

3.01

P1 - -

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 16" O.C
1/2" GYPSUM BOARD

4 1/2"

9.34.2.1. LIGHTING OF ENTRANCES: 9.34.2.1. LIGHTING OF ENTRANCES: AN EXTERIOR LIGHTING OUTLET WITH FIXTURE CONTROLLED BY A 
WALL SWITCH LOCATED WITHIN THE BUILDING SHALL BE PROVIDED AT EVERY ENTRANCE TO BUILDINGS 
OF RESIDENTIAL OCCUPANCY.

2.10

9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:  WHERE MORE THAN ONE SMOKE ALARM IS 
REQUIRED IN A DWELLING UNIT, THE SMOKE ALARMS SHALL BE WIRED SO THAT THE ACTIVATION OF 
ONE ALARM WILL CAUSE ALL ALARMS WITHIN THE DWELLING UNIT TO SOUND
PART 11:PART 11:  15MIN IS PERMITTED IN A "HOUSE" WHERE ALL SMOKE ALARMS ARE INTERCONNECTED 
WITH EACH OTHER BETWEEN BOTH UNITS

2.04

S

E3 - -

•
•
•

•
•
•
•
•
•
•

3 1/2" STONE OR BRICK VENEER AS PER ELEVATIONS
COLOUR TBD BY OWNER PRIOR TO CONSTRUCTION
UNOBSTRUCTED WEEP SYSTEM @24" o.c. WITH MORTAR DRIP CONTROL IN 1" AIR 
SPACE
"TYVEK" (OR EQUAL) MOISTURE PROTECTION
1/2" SPRUCE PLYWOOD SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" o.c. 
MINERAL WOOL INSULATION (R-VALUE AS PER HVAC)
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

F4 - -

•
•
•
•
•
•
•
•

EXISTING DOUBLE BRICK WALL CONSTRUCTION (TO REMAIN)
1" AIR GAP
1" R5 RIGID INSULATION
1" R5 RIGID INSULATION SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" O.C W/ MIN. R22 BATT INSULATION 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

9"

B4 - -

•
•
•

•
•

EXISTING CONCRETE WALL 
2" AIR SPACE
2x4 WOOD STUDS @ 16" O.C W/ R20 BATT OR MINERAL WOOL INSULATION (TO BE 
INSTALLED BETWEEN STUDS AND INSIDE AIR SPACE) 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD

R-VALUE = R20 (DUE TO THERMAL BRIDGING WITH THE WOOD STUDS)6"

F7 - -

•
•
•

3 5/8" METAL STUDS @ 16" O.C 
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CONFORMING TO OBC TABLE 11.5.1.1.C., C.A. NUMBER C147, C152 & C153. 

30MIN FIRE RATING IS ACCEPTABLE FOR; 30MIN FIRE RATING IS ACCEPTABLE FOR; 

-STRUCTURAL ELEMENTS
-SEPARATION OF RESIDENTIAL SUITES
-SEPARATION OF SERVICE ROOMS
-SEPARATION OF PUBLIC CORRIDORS

P4
1 HR

OBC #W4A
51

•
•
•
•

2 LAYERS OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD
1/2" RESILIENT CHANNELS @ 24" O.C 
2x4 WOOD STUDS @ 16" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

5 7/8"

CL6
30 MINS

OBC #F8D
50

•
•
•
•
•

EXISTING PLYWOOD SUBFLOOR
EXISTING CEILING JOIST, NOT MORE THAN @ 24" O.C
PROPOSED CAVITY FILL SOUND ABSORPTIVE MATERIAL 
PROPOSED 1/2" RESILIENT CHANNELS @ 24" O.C
PROPOSED 1 LAYER OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

1 1/8"

P2
30 MINS

OBC #W1C
32

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 24" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
1/2" GYPSUM BOARD

4 1/2" SERVICE RM ONLY

7.6.1.6 SUITES (SHUT-OFF VALVES):7.6.1.6 SUITES (SHUT-OFF VALVES):  SHUT-OFF VALVES SHALL BE INSTALLED IN EVERY SUITE IN A 
BUILDING OF RESIDENTIAL OCCUPANCY AS MAY BE NECESSARY TO ENSURE THAT WHEN THE SUPPLY 
TO ONE SUITE IS SHUT OFF THE SUPPLY TO THE REMAINDER OF THE BUILDING IS NOT INTERRUPTED
PART 11: PART 11: NO COMPLIANCE ALTERNATIVES FOR THE ABOVE CODE REFERENCE

3.01

P1 - -

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 16" O.C
1/2" GYPSUM BOARD

4 1/2"

9.34.2.1. LIGHTING OF ENTRANCES: 9.34.2.1. LIGHTING OF ENTRANCES: AN EXTERIOR LIGHTING OUTLET WITH FIXTURE CONTROLLED BY A 
WALL SWITCH LOCATED WITHIN THE BUILDING SHALL BE PROVIDED AT EVERY ENTRANCE TO BUILDINGS 
OF RESIDENTIAL OCCUPANCY.

2.10

9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:  WHERE MORE THAN ONE SMOKE ALARM IS 
REQUIRED IN A DWELLING UNIT, THE SMOKE ALARMS SHALL BE WIRED SO THAT THE ACTIVATION OF 
ONE ALARM WILL CAUSE ALL ALARMS WITHIN THE DWELLING UNIT TO SOUND
PART 11:PART 11:  15MIN IS PERMITTED IN A "HOUSE" WHERE ALL SMOKE ALARMS ARE INTERCONNECTED 
WITH EACH OTHER BETWEEN BOTH UNITS

2.04

S

E3 - -

•
•
•

•
•
•
•
•
•
•

3 1/2" STONE OR BRICK VENEER AS PER ELEVATIONS
COLOUR TBD BY OWNER PRIOR TO CONSTRUCTION
UNOBSTRUCTED WEEP SYSTEM @24" o.c. WITH MORTAR DRIP CONTROL IN 1" AIR 
SPACE
"TYVEK" (OR EQUAL) MOISTURE PROTECTION
1/2" SPRUCE PLYWOOD SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" o.c. 
MINERAL WOOL INSULATION (R-VALUE AS PER HVAC)
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

F4 - -

•
•
•
•
•
•
•
•

EXISTING DOUBLE BRICK WALL CONSTRUCTION (TO REMAIN)
1" AIR GAP
1" R5 RIGID INSULATION
1" R5 RIGID INSULATION SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" O.C W/ MIN. R22 BATT INSULATION 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

9"

B4 - -

•
•
•

•
•

EXISTING CONCRETE WALL 
2" AIR SPACE
2x4 WOOD STUDS @ 16" O.C W/ R20 BATT OR MINERAL WOOL INSULATION (TO BE 
INSTALLED BETWEEN STUDS AND INSIDE AIR SPACE) 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD

R-VALUE = R20 (DUE TO THERMAL BRIDGING WITH THE WOOD STUDS)6"

F7 - -

•
•
•

3 5/8" METAL STUDS @ 16" O.C 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

4" FURRING ON INTERIOR CONC. WALLS (+ ENOUGH CAVITY FOR OUTLETS/SWITCHES)

F1 - -

•
•
•

EXISTING CONSTRUCTION 
1 5/8" METAL STUDS @ 16" O.C
1/2" GYPSUM BOARD

2 1/8"
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U/S OF PROPOSED THIRD FLOOR (GYM)
36' - 5"
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GA = 20.78 SQFT

PROPOSED
FIXED WINDOW

RO = 72" W x 48" H
SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 20.78 SQFT

PROPOSED
FIXED WINDOW

RO = 72" W x 48" H
SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 13.56 SQFT

PROPOSED ENLARGED
FIXED WINDOW

RO = 36" W x 65" H
SILL HGT = 2"

GA = 13.56 SQFT

PROPOSED ENLARGED
FIXED WINDOW

RO = 36" W x 65" H
SILL HGT = 2"

GA = 13.56 SQFT

PROPOSED ENLARGED
FIXED WINDOW

RO = 36" W x 65" H
SILL HGT = 2"

GA = 21.81 SQFT

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 10"

PROPOSED METAL 
PANEL. 
AREA = 1.50 SQFT

PROPOSED POUR CONCRETE 
BLOCK WITH PARGING IN 
BETWEEN NEW WINDOWS

REMOVE EXISTING STAINED GLASS ON ALL 
WINDOWS THAT ARE PART OF THE CHURCH 
AND REPLACE WITH CLEAR GLASS TO MEET 
OBC REQUIREMENTS

GA = 21.81 SQFT

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 10"

E4

6'
 - 

0"
5'

 - 
11

"

1'
 - 

6"

T/O CHURCH ROOF
36' - 11"

T/O OF GROUND FLOOR
4' - 7"

T/O BASEMENT-2 SLAB
-11' - 2"

T/O BASEMENT-1 SLAB
-5' - 4"

T/O OF SCHOOL GROUND FLOOR
0' - 10"

ROOF
20' - 5"

U/S OF FOOTING
-12' - 8"

T/O PROPOSED SECOND FLOOR
13' - 7"

U/S PROPOSED SECOND FLOOR
21' - 7"

T/O PROPOSED THIRD FLOOR
22' - 7"

U/S PROPOSED THIRD FLOOR
30' - 7"

U/S OF NEW GROUND FLOOR
12' - 7"

T/O ADU BASEMENT SLAB
-3' - 11"

5.
03

m

16
' -

 6
"

1.
14

m

3'
 - 

9"

1.
88

m

6'
 - 

2"

1.
78

m

5'
 - 

10
"

0.
46

m

1'
 - 

6"

19
.6

9m

64
' -

 7
"

GRADE

3

12

0.46m

1' - 6"
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"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 21.81 SQFT

EXISTING
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 26"

GA = 6.78 SQFT

EXISTING
FIXED WINDOW

RO = 20" W x 65" H
SILL HGT = 29"

GA = 6.78 SQFT

EXISTING
FIXED WINDOW

RO = 20" W x 65" H
SILL HGT = 29"

GA = 6.78 SQFT

EXISTING
FIXED WINDOW

RO = 20" W x 65" H
SILL HGT = 29"

GA = 6.78 SQFT

EXISTING
FIXED WINDOW

RO = 20" W x 65" H
SILL HGT = 29"

GA = 2.78 SQFT

EXISTING
AWNING WINDOW

RO = 20" W x 29" H
SILL HGT = 8"

GA = 2.78 SQFT

EXISTING
AWNING WINDOW

RO = 20" W x 29" H
SILL HGT = -47"

GA = 2.78 SQFT

EXISTING
AWNING WINDOW

RO = 20" W x 29" H
SILL HGT = 8"

U/S OF PROPOSED THIRD FLOOR (GYM)
36' - 5"

T/P OF CHURCH BELL
64' - 11"

2.
08

m

6'
 - 

10
"

0.
30

m

1'
 - 

0"

2.
44

m

8'
 - 

0"

8.
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m

28
' -
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"

GA = 2.78 SQFT

EXISTING
AWNING WINDOW

RO = 20" W x 29" H
SILL HGT = 8"

GA = 6.78 SQFT

PROPOSED
FIXED WINDOW

RO = 20" W x 65" H
SILL HGT = 29"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 42"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 42"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 42"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 42"

GA = 20.78 SQFT

PROPOSED
FIXED WINDOW

RO = 72" W x 48" H
SILL HGT = 42"

GA = 13.56 SQFT

PROPOSED ENLARGED
FIXED WINDOW

RO = 36" W x 65" H
SILL HGT = 2"

GA = 13.56 SQFT

PROPOSED ENLARGED
FIXED WINDOW

RO = 36" W x 65" H
SILL HGT = 2"

GA = 13.56 SQFT

PROPOSED ENLARGED
FIXED WINDOW

RO = 36" W x 65" H
SILL HGT = 2"

GA = 21.81 SQFT

PROPOSED
FIXED WINDOW

RO = 24" W x 161" H
SILL HGT = 10"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 20"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 20"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 20"

GA = 16.10 SQFT

PROPOSED
FIXED WINDOW

RO = 42" W x 65" H
SILL HGT = 2"

PROPOSED POUR CONCRETE 
BLOCK WITH PARGING IN 
BETWEEN NEW WINDOWS

NEW WINDOWS

REMOVE EXISTING STAINED GLASS ON ALL 
WINDOWS THAT ARE PART OF THE CHURCH 
AND REPLACE WITH CLEAR GLASS TO MEET 
OBC REQUIREMENTS

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 7"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 7"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 7"

GA = 9.78 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 48" H
SILL HGT = 41"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 7"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 19"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 22"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 20"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 19"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 3"

1'
 - 

6"

BUILDING FACE CALCULATIONS (PER OBC TABLE 9.10.14.4) - BUILDINGS

WALL AREA

LIMITING DISTANCE

MAXIMUM OPENING

OPENING GLAZING ALLOWED

TOTAL GLAZING AREA PROVIDED

MM MM22%% SQFTSQFT

544.53 5861.26

3.30

10

15.80

13.60

GLAZING OPENINGS IN EXPOSING BUILDING FACE CALCULATIONS

BUILDING FACE CALCULATIONS (PER OBC TABLE 9.10.14.4) - BUILDINGS

WALL AREA

LIMITING DISTANCE

MAXIMUM OPENING

OPENING GLAZING ALLOWED

TOTAL GLAZING AREA PROVIDED

MM MM22%% SQFTSQFT

542.39 5838.22

3.30

10

15.80

13.60

GLAZING OPENINGS IN EXPOSING BUILDING FACE CALCULATIONS
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T/O CHURCH ROOF
36' - 11"

U/S OF GRD CLG
9' - 3"

GRADE
0' - 0"

T/O BASEMENT-2 SLAB
-11' - 2"

T/O BASEMENT-1 SLAB
-5' - 4"

U/S OF FOOTING
-12' - 8"

T/O PROPOSED SECOND FLOOR
13' - 7"

U/S PROPOSED SECOND FLOOR
21' - 7"

T/O PROPOSED THIRD FLOOR
22' - 7"

U/S PROPOSED THIRD FLOOR
30' - 7"

U/S OF NEW GROUND FLOOR
12' - 7"

T/O ADU BASEMENT SLAB
-3' - 11"

U/S OF PROPOSED THIRD FLOOR (GYM)
36' - 5"

T/P OF CHURCH BELL
64' - 11"

3
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3

12
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3"
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6"
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19
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1"

GA = 44.39 SQFT

PROPOSED
FIXED WINDOW

RO = 98" W x 72" H
SILL HGT = 19"

GA = 39.67 SQFT

PROPOSED
FIXED WINDOW

RO = 88" W x 72" H
SILL HGT = 18"

GA = 39.67 SQFT

PROPOSED
FIXED WINDOW

RO = 88" W x 72" H
SILL HGT = 18"

GA = 41.56 SQFT

PROPOSED
FIXED WINDOW

RO = 92" W x 72" H
SILL HGT = 18"

GA = 41.56 SQFT

EXISTING
FIXED WINDOW

RO = 92" W x 72" H
SILL HGT = 20"

GA = 44.39 SQFT

EXISTING
FIXED WINDOW

RO = 98" W x 72" H
SILL HGT = 88"

GA = 6.22 SQFT

EXISTING
FIXED WINDOW

RO = 36" W x 32" H
SILL HGT = 6"

GA = 8.56 SQFT

EXISTING
FIXED WINDOW

RO = 48" W x 32" H
SILL HGT = 6"

GA = 20.78 SQFT

EXISTING
FIXED WINDOW

RO = 48" W x 72" H
SILL HGT = 13"
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GA = 6.11 SQFT

PROPOSED
FIXED WINDOW

RO = 24" W x 48" H
SILL HGT = -7"

GA = 20.78 SQFT

PROPOSED
FIXED WINDOW

RO = 72" W x 48" H
SILL HGT = -8"

T/O CHURCH ROOF
36' - 11"

T/O OF GROUND FLOOR
4' - 7"

T/O BASEMENT-2 SLAB
-11' - 2"

T/O BASEMENT-1 SLAB
-5' - 4"

T/O OF SCHOOL GROUND FLOOR
0' - 10"

ROOF
20' - 5"

U/S OF FOOTING
-12' - 8"

T/O PROPOSED SECOND FLOOR
13' - 7"

U/S PROPOSED SECOND FLOOR
21' - 7"

T/O PROPOSED THIRD FLOOR
22' - 7"

U/S PROPOSED THIRD FLOOR
30' - 7"

U/S OF NEW GROUND FLOOR
12' - 7"

T/O ADU BASEMENT SLAB
-3' - 11"

U/S OF PROPOSED THIRD FLOOR (GYM)
36' - 5"

T/P OF CHURCH BELL
64' - 11"
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GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 17"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 7"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 7"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 7"

GA = 13.19 SQFT

EXISTING
AWNING WINDOW

RO = 42" W x 54" H
SILL HGT = 7"

2.
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m
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 - 

10
"

0.
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 - 

0"
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 - 

0"
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"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 18"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 18"

GA = 12.44 SQFT

PROPOSED ENLARGED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 18"

GA = 12.44 SQFT

PROPOSED ENLARGED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 18"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 18"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 19"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 19"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 3"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 22"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

GA = 12.44 SQFT

PROPOSED
FIXED WINDOW

RO = 36" W x 60" H
SILL HGT = 5"

PROPOSED POUR CONCRETE 
BLOCK WITH PARGING IN 
BETWEEN NEW WINDOWS

NEW WINDOWS

REMOVE EXISTING STAINED GLASS ON ALL 
WINDOWS THAT ARE PART OF THE CHURCH 
AND REPLACE WITH CLEAR GLASS TO MEET 
OBC REQUIREMENTS

BUILDING FACE CALCULATIONS (PER OBC TABLE 9.10.14.4) - BUILDINGS

WALL AREA

LIMITING DISTANCE

MAXIMUM OPENING

OPENING GLAZING ALLOWED

TOTAL GLAZING AREA PROVIDED

MM MM22%% SQFTSQFT

544.53 5861.26

3.30

10

15.80

13.60

GLAZING OPENINGS IN EXPOSING BUILDING FACE CALCULATIONS

BUILDING FACE CALCULATIONS (PER OBC TABLE 9.10.14.4) - BUILDINGS

WALL AREA

LIMITING DISTANCE

MAXIMUM OPENING

OPENING GLAZING ALLOWED

TOTAL GLAZING AREA PROVIDED

MM MM22%% SQFTSQFT

542.39 5838.22

3.30

10

15.80

13.60

GLAZING OPENINGS IN EXPOSING BUILDING FACE CALCULATIONS
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T/O CHURCH ROOF
36' - 11"

T/O OF GROUND FLOOR
4' - 7"

U/S BASEMENT-2 CLG
-6' - 4"

GRADE
0' - 0"

U/S OF BMNT-1 CLG
3' - 0"

T/O BASEMENT-2 SLAB
-11' - 2"

T/O BASEMENT-1 SLAB
-5' - 4"

U/S OF FOOTING
-12' - 8"

T/O PROPOSED SECOND FLOOR
13' - 7"

U/S PROPOSED SECOND FLOOR
21' - 7"

T/O PROPOSED THIRD FLOOR
22' - 7"

U/S PROPOSED THIRD FLOOR
30' - 7"

U/S OF NEW GROUND FLOOR
12' - 7"

66.64 SQFT

BED
PROPOSED

CH= 8' 0
84.10 SQFT

BED
PROPOSED

CH= 8' 0
271.53 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0
84.44 SQFT

BED
PROPOSED

CH= 8' 0
94.34 SQFT

M.BED
PROPOSED

CH= 8' 0
258.71 SQFT

LIV/DIN/KIT/BED
PROPOSED

CH= 8' 0
136.64 SQFT

KITCHEN
PROPOSED

CH= 8' 0"
95.02 SQFT

MECH RM
PROPOSED

CH= 8' 0"
244.53 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"
71.53 SQFT

BED
PROPOSED

CH= 8' 0"

94.66 SQFT

M.BED
PROPOSED

CH=8' 0"
76.60 SQFT

BED
PROPOSED

CH=8' 0"
97.09 SQFT

MECH RM
PROPOSED

CH=8' 0"

96.93 SQFT

BED
PROPOSED

CH = 8' 8"
78.75 SQFT

BED
PROPOSED

CH = 8' 8"
274.21 SQFT

LIV/DIN/KIT
PROPOSED

CH = 8' 8"
83.92 SQFT

BED
PROPOSED

CH = 8' 8"
96.15 SQFT

M.BED
PROPOSED

CH = 8' 8"
293.12 SQFT

LIV/DIN/KIT/BED
PROPOSED

CH = 8' 8"
54.69 SQFT

BATH
PROPOSED

CH = 8' 8"
153.83 SQFT

MECH RM
PROPOSED

CH = 8' 8"

265.76 SQFT

LIV/DIN/BED
PROPOSED

CH=8' 0"

1192.94 SQFT

PUBLIC CORRIDOR
PROPOSED

CH= 8' 0"
63.83 SQFT

AMENITY
PROPOSED

CH= 8' 0"
96.79 SQFT

M.BED
PROPOSED

CH= 8' 0"
76.16 SQFT

BED
PROPOSED

CH= 8' 0"
78.89 SQFT

BED
PROPOSED

CH= 8' 0"
105.35 SQFT

M.BED
PROPOSED

CH= 8' 0"
242.53 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"
75.33 SQFT

BED
PROPOSED

CH= 8' 0"
76.30 SQFT

BED
PROPOSED

CH= 8' 0"
277.56 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"
80.01 SQFT

BED
PROPOSED

CH= 8' 0"

260.90 SQFT

PUBLIC CORRIDOR
PROPOSED

CH = 9' 10"

291.51 SQFT

LOWER FRONT PORCH
EXISTING

N/A

8'
 - 

0"

P4P1P1P1 P1

P4

P1

P1

P1

P4
P1

P1

P4
P4

P1

P3 P4 P4 P4P1 P1 P1 P1

P4 P1

P1P1

P4

P4

P1

P1
P1

E3

PUBLIC CORRIDOR
PROPOSED

CL6

S1

S1

S1
S1

S1
CL6

CL6

28
' -

 0
"

6'
 - 

4"
8'

 - 
0"

1'
 - 

0"
8'

 - 
0"

1'
 - 

0"
8'

 - 
0"

1'
 - 

7"
3'

 - 
0"

5'
 - 

4"
1'

 - 
0"

4'
 - 

10
"

1'
 - 

6"

34.92 SQFT

BATH
PROPOSED

CH=8' 0"

34.43 SQFT

BATH
PROPOSED

CH = 8' 8"

34.28 SQFT

BATH
PROPOSED

CH= 8' 0"

8'
 - 

11
"

U/S OF PROPOSED THIRD FLOOR (GYM)
36' - 5"

T/P OF CHURCH BELL
64' - 11"

33.88 SQFT

BATH
PROPOSED

CH= 8' 0"

389.79 SQFT

UNHEATED BIKE AREA
EXISTING

CH = 9' 0"

891.58 SQFT

PUBLIC CORRIDOR
PROPOSED

CH = 8' 8"

250.11 SQFT

LIV/DIN/KIT
PROPOSED

CH=8' 0"
71.53 SQFT

BED
PROPOSED

CH=8' 0"
616.75 SQFT

PUBLIC CORRIDOR
PROPOSED

CH=8' 0"

1151.93 SQFT

PUBLIC CORRIDOR
PROPOSED

CH= 8' 0"

3:
12

T/O CHURCH ROOF
36' - 11"

T/O OF GROUND FLOOR
4' - 7"

U/S BASEMENT-2 CLG
-6' - 4"

GRADE
0' - 0"

U/S OF BMNT-1 CLG
3' - 0"

T/O BASEMENT-1 SLAB
-5' - 4"

T/O PROPOSED SECOND FLOOR
13' - 7"

U/S PROPOSED SECOND FLOOR
21' - 7"

T/O PROPOSED THIRD FLOOR
22' - 7"

U/S PROPOSED THIRD FLOOR
30' - 7"

U/S OF NEW GROUND FLOOR
12' - 7"

28
' -

 0
"

6'
 - 

4"
8'

 - 
0"

1'
 - 

0"
8'

 - 
0"

1'
 - 

0"
8'

 - 
0"

1'
 - 

7"
3'

 - 
0"

5'
 - 

4"
1'

 - 
0"

264.13 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"

271.53 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0

271.72 SQFT

LIV/DIN/KIT
PROPOSED

CH = 8' 8"

274.21 SQFT

LIV/DIN/KIT
PROPOSED

CH = 8' 8"

1192.94 SQFT

PUBLIC CORRIDOR
PROPOSED

CH= 8' 0"

66.63 SQFT

BED
PROPOSED

CH= 8' 0"

P4 P4

CL6

CL6

CL6

P4P4

P4

P4

P4

P4

65
' -

 5
"

3

12

3

12

B7F4

U/S OF PROPOSED THIRD FLOOR (GYM)
36' - 5"

T/P OF CHURCH BELL
64' - 11"

606.13 SQFT

PUBLIC CORRIDOR
PROPOSED

CH=8' 0"

69.21 SQFT

BED
PROPOSED

CH=8' 0"

1151.93 SQFT

PUBLIC CORRIDOR
PROPOSED

CH= 8' 0"

T/O CHURCH ROOF
36' - 11"

T/O OF GROUND FLOOR
4' - 7"

U/S BASEMENT-2 CLG
-6' - 4"

GRADE
0' - 0"

U/S OF BMNT-1 CLG
3' - 0"

T/O BASEMENT-1 SLAB
-5' - 4"

T/O OF SCHOOL GROUND FLOOR
0' - 10"

T/O PROPOSED SECOND FLOOR
13' - 7"

U/S PROPOSED SECOND FLOOR
21' - 7"

T/O PROPOSED THIRD FLOOR
22' - 7"

U/S PROPOSED THIRD FLOOR
30' - 7"

U/S OF NEW GROUND FLOOR
12' - 7"

T/O ADU BASEMENT SLAB
-3' - 11"

244.53 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"
71.53 SQFT

BED
PROPOSED

CH= 8' 0"
80.80 SQFT

BED
PROPOSED

CH= 8' 0"
187.19 SQFT

LIV/DIN
PROPOSED

CH= 8' 0"
87.88 SQFT

BED
PROPOSED

CH= 8' 0"
155.48 SQFT

M.BED
PROPOSED

CH= 8' 0"

277.56 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"
80.01 SQFT

BED
PROPOSED

CH= 8' 0"
90.81 SQFT

BED
PROPOSED

CH= 8' 0"
240.27 SQFT

LIV/DIN/KIT
PROPOSED

CH= 8' 0"
136.32 SQFT

BED
PROPOSED

CH= 8' 0"
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28
' -

 0
"

19
.8

6m

65
' -

 2
"

14
' -

 4
"

U/S OF PROPOSED THIRD FLOOR (GYM)
36' - 5"

T/P OF CHURCH BELL
64' - 11"

250.11 SQFT

LIV/DIN/KIT
PROPOSED

CH=8' 0"
71.53 SQFT

BED
PROPOSED

CH=8' 0"
80.80 SQFT

BED
PROPOSED

CH=8' 0"
164.49 SQFT

M.BED
PROPOSED

CH=8' 0"
90.25 SQFT

BED
PROPOSED

CH=8' 0"

226.94 SQFT

LIV/DIN/KIT
PROPOSED

CH=8' 0"

54.99 SQFT

KIT
PROPOSED

CH= 8' 0"

CONFORMING TO OBC TABLE 11.5.1.1.C., C.A. NUMBER C147, C152 & C153. 

30MIN FIRE RATING IS ACCEPTABLE FOR; 30MIN FIRE RATING IS ACCEPTABLE FOR; 

-STRUCTURAL ELEMENTS
-SEPARATION OF RESIDENTIAL SUITES
-SEPARATION OF SERVICE ROOMS
-SEPARATION OF PUBLIC CORRIDORS

P4
1 HR

OBC #W4A
51

•
•
•
•

2 LAYERS OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD
1/2" RESILIENT CHANNELS @ 24" O.C 
2x4 WOOD STUDS @ 16" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

5 7/8"

CL6
30 MINS

OBC #F8D
50

•
•
•
•
•

EXISTING PLYWOOD SUBFLOOR
EXISTING CEILING JOIST, NOT MORE THAN @ 24" O.C
PROPOSED CAVITY FILL SOUND ABSORPTIVE MATERIAL 
PROPOSED 1/2" RESILIENT CHANNELS @ 24" O.C
PROPOSED 1 LAYER OF 5/8" FIRE-RATED TYPE "X" GYPSUM BOARD

1 1/8"

P2
30 MINS

OBC #W1C
32

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 24" O.C W/ CAVITY FILL SOUND ABSORPTIVE MATERIAL 
1/2" GYPSUM BOARD

4 1/2" SERVICE RM ONLY

7.6.1.6 SUITES (SHUT-OFF VALVES):7.6.1.6 SUITES (SHUT-OFF VALVES):  SHUT-OFF VALVES SHALL BE INSTALLED IN EVERY SUITE IN A 
BUILDING OF RESIDENTIAL OCCUPANCY AS MAY BE NECESSARY TO ENSURE THAT WHEN THE SUPPLY 
TO ONE SUITE IS SHUT OFF THE SUPPLY TO THE REMAINDER OF THE BUILDING IS NOT INTERRUPTED
PART 11: PART 11: NO COMPLIANCE ALTERNATIVES FOR THE ABOVE CODE REFERENCE

3.01

P1 - -

•
•
•

1/2" GYPSUM BOARD
2x4 WOOD STUDS @ 16" O.C
1/2" GYPSUM BOARD

4 1/2"

9.34.2.1. LIGHTING OF ENTRANCES: 9.34.2.1. LIGHTING OF ENTRANCES: AN EXTERIOR LIGHTING OUTLET WITH FIXTURE CONTROLLED BY A 
WALL SWITCH LOCATED WITHIN THE BUILDING SHALL BE PROVIDED AT EVERY ENTRANCE TO BUILDINGS 
OF RESIDENTIAL OCCUPANCY.

2.10

9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:9.10.19.5 INTERCONNECTION OF SMOKE ALARMS:  WHERE MORE THAN ONE SMOKE ALARM IS 
REQUIRED IN A DWELLING UNIT, THE SMOKE ALARMS SHALL BE WIRED SO THAT THE ACTIVATION OF 
ONE ALARM WILL CAUSE ALL ALARMS WITHIN THE DWELLING UNIT TO SOUND
PART 11:PART 11:  15MIN IS PERMITTED IN A "HOUSE" WHERE ALL SMOKE ALARMS ARE INTERCONNECTED 
WITH EACH OTHER BETWEEN BOTH UNITS

2.04

S

E3 - -

•
•
•

•
•
•
•
•
•
•

3 1/2" STONE OR BRICK VENEER AS PER ELEVATIONS
COLOUR TBD BY OWNER PRIOR TO CONSTRUCTION
UNOBSTRUCTED WEEP SYSTEM @24" o.c. WITH MORTAR DRIP CONTROL IN 1" AIR 
SPACE
"TYVEK" (OR EQUAL) MOISTURE PROTECTION
1/2" SPRUCE PLYWOOD SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" o.c. 
MINERAL WOOL INSULATION (R-VALUE AS PER HVAC)
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

F4 - -

•
•
•
•
•
•
•
•

EXISTING DOUBLE BRICK WALL CONSTRUCTION (TO REMAIN)
1" AIR GAP
1" R5 RIGID INSULATION
1" R5 RIGID INSULATION SHEATHING
2x6 SPF #2 WOOD STUDS @ 16" O.C W/ MIN. R22 BATT INSULATION 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

9"

B4 - -

•
•
•

•
•

EXISTING CONCRETE WALL 
2" AIR SPACE
2x4 WOOD STUDS @ 16" O.C W/ R20 BATT OR MINERAL WOOL INSULATION (TO BE 
INSTALLED BETWEEN STUDS AND INSIDE AIR SPACE) 
6 MIL POLY VAPOUR BARRIER, TAPE & SEAL ALL JOINTS 
1/2" GYPSUM BOARD

R-VALUE = R20 (DUE TO THERMAL BRIDGING WITH THE WOOD STUDS)6"

F7 - -

•
•
•

3 5/8" METAL STUDS @ 16" O.C 
1/2" GYPSUM BOARD.
TAPED & MUD, PRIMED & MIN. 2 COATS OF PAINT

4" FURRING ON INTERIOR CONC. WALLS (+ ENOUGH CAVITY FOR OUTLETS/SWITCHES)

F1 - -

•
•
•

EXISTING CONSTRUCTION 
1 5/8" METAL STUDS @ 16" O.C
1/2" GYPSUM BOARD

2 1/8"
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